
 

 

 
 
 TITLE 7 
 
 FIRE PROTECTION AND FIREWORKS 
 
 CHAPTER 6 
 
 AUTOMATIC SPRINKLERS 
 
SECTION 
7-603.  Buildings requiring sprinkler systems. 
 

7-603.  Buildings requiring sprinkler systems.   

 (4)  The provisions of this section shall not apply to detached one- and 

two-family dwellings or to manufactured homes.  The provisions of this section 

shall not apply to buildings in which there are only Group B occupancies as 

defined in the International Building Code, 2006 Edition, if such building is less 

than 10,000 square feet and not otherwise physically connected to another 

building. 

 


